In this study, real fire tests have been performed for the fire behavior and temperature analysis of the compartment. The size of Mockup experiments were 3 m length, 3.2 m wide, 2.5 m height m. The BFD curve method of C.R. Barnett is adopted to study a empirical model for fire compartment temperatures. The fire load was 35.375 kg/m 2 with office combustible supplies including access floors.
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구획공간 실물화재 실험

실규모 화재실험을 위한 구획공간 가연물 배치 인텔리전트 빌딩의 사무실 구획 공간 내부에서의 화재성상 및 온도 변화를 예측 실험을 위하여 3(L)×3.2(W)×2.5(H) m
BFD 커브를 이용한 온도곡선 커브
BFD 커브
BFD 커브를 위한 기본 equation은 아래 equation (3), (4)
where, 
